Data Kasey Building: Floor: 13 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Room | Hallway Room Room Room Room Room Room Room | Hallway Room Room Room Room Room Room
13300 B 13344 13348 13366 13426 13440 13143 13300 B 13344 13348 13366 13426 13440 13143
Time 10:56 10:59 11:01 11:03 11:06 11:08 11:10 11:15 01:28 01:13 01:06 01:05 01:118 01:21 01:23 01:25
Temperature 73.9 | 73.4 727 73.8 73.0 | 73.8 | 72.5 74.8 72.9 72.0 72.1 73.4 73.2 73.6 72.7 73.0
Relative 52.3 53.4 55.0 54.2 54.3 54.6 55.0 52.4 533 53.1 53.2 52.8 52.5 53.2 53.1 53.6
Humidity
Carbon 578 5921576 578 590573 588 597 608 8586 584 583 581 597 606 607
Dioxide
Carbon 0.8 0.8 0.4 0.6 0.7 0.5 0.6 0.9 0.9 0.9 0.2 0.6 0.9 0.7 1.0 0.7
Monoxide
Air Sample # | MEA-2-13-] MEA-2-| MEA-2- [ MEA-2-
01 13-02 13-03 | 13-04
Results in 12 12 12 12
CFU/m3
Notes
Data Kasey Building: Floor: 14 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1
Sample Site Outside Room Room Room Room Room Room Elevator Outside Room Room Room Room Room Room| Elevators
Restrooms 14205 14250 14148 14112 14454 14440 Lobby Restroom 14205 14250 14148 14112 14454 14440 Lobby
s
Time 1031 1032 10:33 10:34 10:36  10:37 10:37 10:40 02:34  02:37  02:44 021456  02:39  02:42 02:41 02:46
Temperature | 747 73.6] 732 73.0| 732  732| 732| 73.4| 729  732| 73.0| 736 736 73.0] 72.7| 73.2|
Relative 51.1 52.3 52.6 53.4 53.3 53.2 53.6 53.8 53.6 54.7 53.4 53.7 54.1 54.2 54.4 54.1
Humidity
Carbon 269 621 614 624 644 633 659 755 742 707 710 720 719 722 720 716
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-2-14-| MEA-2-| MEA-2- [ MEA-2-
01 14-02 14-03 | 14-04
Results in 12 12 12 12
CFU/m3

Notes
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